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REKAAN PEMASANGAN ELEKTRIKAL DENGAN VOLTAN RENDAH 

(BANGUNAN PEJABAT YANG MENGANDUNGI TUJUH TINGKAT) 

 

 

ABSTRAK 

 

 

 

 

 Projek Tahun Akhir ini mempersembahkan rekabentuk pemasangan sistem elektrik 

untuk bangunan komersial. Bangunan pejabat yang mengandungi tujuh tingkat telah dipilih 

untuk projek ini. Sistem pemasangan elektrik termasuk sistem pencahayaan dan sistem 

pengagihan kuasa. Projek ini mengandungi lukisan reka untuk pencahayaan, soket, litaran 

untuk lampu dan soket, kabel saiz, pelindung peranti, skematik diagram dan juga bank 

kapasitor. Semua lukisan reka bentuk bangunan ini direka dengan menggunakan perisian 

komputer AutoCAD. Rekaan lampu adalah mengikuti pencahayaan yang dihitung 

manakala rekaan soket outlet adalah mengikuti kedudukan mesin ataupun kedudukan 

perabot dalam bangunan itu. Pengiraan pencahayaan dan pengiraan beban elektrik perlu 

dihitung dengan mematuhi peraturan IEE Wiring Regulation 17th , IES lighting handbook 

dan standard JKR. Keputusannya, sistem pemasangan elektrik untuk bangunan telah 

berjaya direka dengan penjimatan kos dan pengurusan tenaga yang baik. 
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ELECTRICAL INSTALLATION DESIGN FOR LOW VOLTAGE SYSTEM 

(OFFICE BUILDING WITH SEVEN FLOORS) 

 

 

ABSTRACT 

 

 

 

 

 This Final Year Project demonstrated the design of electrical installation system for 

a commercial building. An office with seven floors has been selected for this project. The 

electrical installation system included lighting system and the power distribution system. 

This project included the design of lighting layout, power socket layout, circuiting of the 

lighting point and power point, lighting switching, cable sizing, protective device, 

schematic diagram and also design the power factor correction board. Those electrical 

installations were designed with the AutoCAD software. The design of lighting layout was 

depending on the illuminance calculation while the power point layout was based on the 

position of machine or furniture layout of the building.  The illuminance calculation and the 

load calculation were determined by following the standard and regulations of IEE Wiring 

Regulation Edition 17th, IES lighting handbook and JKR standard and regulation. As a 

result, the electrical installation system for the building was successful designed with cost 

saving and well energy management. 
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